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Brief Description 2Gainesville Regional Utilities

1 " = 802,909 ft

2017-197 HARTWOOD SUBDIVISION 34 HOMES

SWILLEYDB 6/5/2017. Brief Description 3

2017-197 HARTWOOD SUBDIVISION-34 HOMES -CONDUIT ROUTE

GRUCOM LEGEND
= PROPOSED LOCATION OF GRUCOM CABINET

= PROPOSED LOCATION OF GRUCOM UNDERGROUND
JUNCTION BOX

= PROPOSED LOCATION OF GRUCOM 2X3 SERVICE
ENCLOSURES

= PROPOSED ROUTE OF 2" CONDUIT WITH PULL STRING
@30" MIN DEPTH AND 12" ALL AROUND CLEARENCE
OF THE CONDUIT.

= PROPOSED ROUTE OF 1" CONDUIT WITH PULL STRING
@30" MIN DEPTH AND 12" ALL AROUND CLEARENCE
OF THE CONDUIT. FROM 2X3'S TO THE EXTERIOR WALL
OF THE GARAGE STUBBED 5' UP THE WALL. 

NOTES:
1. GRUCOM WILL INSTALL THE CABINET,UJB, AND 2X3'S
THE DEVELOPER WILL ONLY NEED TO STUBB UP THE 
CONDUIT'S IN THE AREA PROPOSED ON THE MAP.
2. GRUCOM WILL INSTALL THE NEMA BOX ON THE
EXTERIOR OF THE GARAGE WALL . THE DEVELOPER
WILL STUBB UP THE 1" CONDUIT UP THE WALL 5FT.
THE DEVELOPER WILL INSTALL AN ELECTRICAL WIRE
FROM THE BREAKER TO THE PROPOSED AREA OF THE
NEMA BOX. THE BREAKER WILL BE FOR A 15 AMP SERVICE.
3. THE 2" CONDUIT'S WILL BE INSTALLED BY THE
 DEVELOPER AT 30" MIN DEPTH WITH PULL STRING.
THE ELBOWS WILL BE SWEEP ELBOWS AND TURNED
 UP IN THE PROPOSED AREA OF THE SERVICE ENCLOURES
 AND UJB.
4. THE 1" CONDUIT'S WILL BE INSTALLED BY THE
 DEVELOPER AT 30" MIN DEPTH WITH PULL STRING.
THE ELBOWS WILL BE SWEEP ELBOWS AND TURNED
UP IN THE PROPOSED SEVICE ENCLOSURES AND
THE EXTERIOR WALL OF THE GARAGE.
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